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Abstract: Finding a non-pathogenic surrogate aerosol that represents the deposition of typical
bioaerosols in healthcare settings is beneficial from the perspective of hospital facility testing, general
infection control and outbreak analysis. This study considers aerosolization of dilute aqueous lithium
chloride (LiCl) and sodium chloride (NaCl) solutions as surrogate tracers capable of representing
Staphylococcus aureus bioaerosol deposition on surfaces in mechanically ventilated rooms. Tests were
conducted in a biological test chamber set up as a replica hospital single patient room. Petri dishes
on surfaces were used to collect the Li, Na and S. aureus aerosols separately after release. Biological
samples were analyzed using cultivation techniques on solid media, and flame atomic absorption
spectroscopy was used to measure Li and Na atom concentrations. Spatial deposition distribution
of Li tracer correlated well with S. aureus aerosols (96% of pairs within a 95% confidence interval).
In the patient hospital room replica, results show that the most contaminated areas were on surfaces
2 m away from the source. This indicates that the room’s airflow patterns play a significant role
in bioaerosol transport. NaCl proved not to be sensitive to spatial deposition patterns. LiCl as
a surrogate tracer for bioaerosol deposition was most reliable as it was robust to outliers, sensitive to
spatial heterogeneity and found to require less replicates than the S. aureus counterpart to be in good
spatial agreement with biological results.
Keywords: bioaerosols; hospital; surface deposition; surrogate tracer; infection control
1. Introduction
Healthcare acquired infections (HCAI) are a globally important problem, with national deficits
due to infections often running into the billions of US dollars [1]. At least five modes of infection
transmission may occur at any given time within the hospital environment: direct contact [2], indirect
contact [3], common vehicle [4], droplet [5] and pure airborne sub-micron particle transport [6].
For some infections like tuberculosis, which are exclusively transmitted through susceptible subjects
inhaling the bacteria, the airborne route of transfer is relatively well documented [6–8]. However,
the precise modes of transmission for many HCAI, such as methicillin resistant Staphylococcus aureus
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(MRSA) or Clostridium difficile, are still poorly understood, and it is thought that contaminated room
surfaces may provide a route for patient infections [9–13].
Deposition of pathogen-laden bioaerosols can create reservoirs of environmental bioburden [12,14–18],
and studies have demonstrated that ventilation rates affect hospital airborne microflora and
contamination on surfaces [19–21]. Therefore, understanding the fate of aerial pathogens is of
paramount importance. Sub-micron sized particles are thought to remain airborne for prolonged
periods of time [22], while larger droplets (>5 µm) are influenced by ventilation patterns, whereby the
evaporation process followed by deposition may occur many meters from the initial source [23].
The environmental layout of a hospital room has been shown to have an impact on infection
transmission, but biological experiments are only possible in specialist chambers [24,25]; in-vivo
experimentation to discover where bioaerosols land in patient rooms is impossible using biological
organisms [26]. Therefore, a non-biological surrogate that can faithfully mimic the trajectory of
microorganisms in the indoor air is required.
A surrogate tracer in this current context is a particle, compound or organism that is used
to determine the fate of the original pathogen/microorganism [27]. When selecting surrogates in
an experimental setting, these should ideally represent the original microorganism’s morphology,
be resistant to environmental conditions, be non-toxic and non-pathogenic, be traceable and
be quantifiable.
The aim of this study is to establish whether an aerosolized salt solution can effectively represent
the deposition of a bioaerosol on surfaces in a room. The specific objectives are (a) to establish
an experimental protocol for preparation and aerosolization of aqueous lithium chloride (LiCl) or
sodium chloride (NaCl) as a surrogate tracer for aerosols containing S. aureus; (b) to quantitatively
assess the deposition patterns of both aerosols in an environmentally controlled biological chamber;
(c) to study the deposition on surfaces in a replica hospital single patient room; and (d) to assess the
statistical agreement, sensitivity and replicability of the methodologies.
2. Biological Surrogates
Biological surrogates are categorized as either indicator or umbrella, whereby the former is a direct
representative of another species [28]. The latter occurs typically in an ecological context where the
existence of one species correlates with the existence of a population of other either undetectable
or difficult to detect species. The identification of indicator surrogates such a coagulase positive
Staphylococcus aureus to suggest the existence of methicillin resistant S. aureus in the same environment
is common amongst hospital infection control staff [2,29]. Non-pathogenic strains of S. aureus
(see Table 1) have been used experimentally to evaluate the fate of methicillin-resistant staphylococcus
strains [24,25,30]. In the context of bioterrorism, the use of Bacillus anthracis (anthrax), a variety of
similar non-pathogenic subspecies have been trialed in experimental facilities to investigate the fate of
such bioaerosols [31]. A ubiquitous and phylogenetically similar Bacillus atrophaeus organism was used
historically, but now it is realized that physical size and morphology alter bioaerosol behavior [32],
and so this has been discarded in favor of Bacillus thuringiensis subspecies kurstaki. When viability
of the species after surface disinfection is of interest, Bacillus atrophaeu proved to be more resilient
than Bacillus anthracis, and although easy to culture, it is more susceptible to chlorine inactivation,
so should not be used in this context [31]. Therefore, it is clear that choice of surrogate must be
application specific.
Aerosol analysis techniques are abundant, ranging from real-time organism detection [33] to
aerosol morphology identification [31], but hospital infection control is also interested in micron-sized
particle surface deposition [25,34].
Adenosine tri-phosphate (ATP) techniques quickly measure the relative luminescence of biological
material on collected samples, and can offer a potential methodology for quantifying spatial
surface contamination [9,29,35]. One of the main drawbacks (see Table 1) means that it cannot
differentiate between organic material or viable and non-viable organisms, in addition to being
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non-organism sensitive. Fluorescent staining of bacteria prior to aerosolization has improved visual
enumeration techniques allowing increased confidence in supervised computer image analysis [36].
Still, the problem of detecting viability remains.
Non-biological alternatives such as fluorescent latex spheres have been used successfully to
test room air-tightness during a hospital post-occupancy study [37,38] and while easy to enumerate
microscopically, are not recoverable from the environment. While tracer gases including SF6 [39–42],
NO2 [43–45] and CO2 [36,46] provide a simple and relatively inexpensive method of evaluating room
leakage or contaminant transport, they are unable to offer the ability of measuring spatial deposition.
Alternative methods including smoke particles and oil droplets have been used successfully as proxy
bioaerosol surrogates [40,47]; however, neither can be evaluated quantitatively through deposition
techniques. Ink or food colorant have been used as an estimate for deposition distance from source by
coughs [48] and hand dryers [49], but offer only qualitative results. Fluorescein is a solid fluorescent
tracer used quantitatively and qualitatively as a surrogate because it fluoresces at a specific narrow
waveband. Due to its low solubility in water and sensitivity to ambient pH, fluorescein must be
dissolved using a polar solvent such as ethanol to ensure maximum dissolution. This usage means
that aerosols produced using this solution will desiccate at a faster rate than water or mucous droplets,
commonly found in hospital settings [22]. If it were to be aerosolized as a partially dissolved solute in
water, the distribution of fluorescein particles on the aerosol surface may not be fully representative of
microorganism bioaerosol [50]. However, one of its main drawbacks lies in the staining of surfaces,
being hard to clean.
Tracers involving elemental metals, which dissociate well in solution are ideal candidates due to
quantitative techniques available to enumerate concentrations [51]. Lithium halide compounds are
found in negligible concentrations in background air, are highly soluble in water, and can be identified
readily in parts per billion (ppb) concentrations using flame atomic adsorption spectroscopy (FAAS).
This study investigates whether aerosolization and subsequent deposition of aqueous lithium chloride
and/or sodium chloride droplets can represent the spread of bioaerosols containing S. aureus.
Table 1. Commonly-used tracer and surrogate techniques in indoor air experimental methodology.
Surrogate Name Used for Advantages Disadvantages Reference
Staphylococcus
aureus
MRSA (Methicillin
Resistant
Staphylococcus
aureus)
Non-pathogenic to
healthy individuals and
morphologically
identical to MRSA.
Readily grows on
standard nutrient agar.
Requires culturing
period and counting
colonies by hand or
machine. Cannot be
used in-vivo locations
[24,25]
Bacillus
thuringiensis subsp.
kurstaki
Bacillus anthracis
Non-pathogenic and
morphologically
representative of
microorganism
Cannot be used in
in-vivo locations [31]
MS2 phage Viruses, e.g.,rotavirus
Representative of typical
larger viruses
Requires specialist
microbiological and
microscopy skills.
Cannot be used in
in-vivo locations.
[52–54]
Oil droplets (Bio)aerosols Specific size droplets canbe produced. Hard to clean surfaces [47]
Fluorescent latex
spheres (Bio)aerosols
Quantitative airborne
and surface counts.
Consistent size.
Cannot retrieve spheres,
latex is an allergen. [55]
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Table 1. Cont.
Surrogate Name Used for Advantages Disadvantages Reference
Fluorescein General purposetracer
Highly soluble.
Quantitative airborne and
surface contamination.
Fluorescence easy to detect
Quantitative correlation to
microorganisms unknown.
Requires expert preparation
and can cause anaphylaxis
in up to 6% of exposed.
Hard to clean.
[50]
Fluorescent
bacterial staining
Airborne and
surface
contamination
Gives total bacterial count.
Requires specialist
microbiological and
microscopy skills. Does not
give total viable count.
[37,56]
Smoke sticks Airflow movement Easy to use, leaves no trace
Qualitative results only. Use
of laser light to track
particles requires sealed
opaque room.
[24,57]
CO2/NO2
Airborne
contaminant
transport
CO2 canisters are
abundant and sensors are
cheap and accurate
Exists in background
concentrations so needs high
levels. Asphixiant so cannot
be used in situ.
[45,58]
Ink/food
colorant/Rhodamine
Surface
contamination Cheap and visual Qualitative results [23,49]
Schlieren
photography Airflow movement
Safe for human
participants
Small field of view and
qualitative results. [40,59]
3. Methodology
A mechanically ventilated biological chamber was used to investigate separately the deposition
of LiCl (aq), NaCl (aq) and a bioaerosol containing S. aureus onto Petri dishes distributed on the
floor of the chamber (Figure 1a). All the experiments were performed under similar conditions in
an empty chamber (only petri dishes on the floor) using 6 ach 1 of ventilation rate, and the aerosols
were released from the center of the chamber. Following this, a replica of a single patient hospital room
was created within the chamber comprising a bed from which the aerosols were released.
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3.1. Empty Chamber 
Experiments were conducted in the environmentally controlled, negatively pressurized, 
aerobiology chamber at the University of Leeds according to methodology set out by King et al. [25]. 
Dimensions are similar to a UK hospital single patient or isolation room: 4.26 m (L) × 3.36 m (W) × 
2.26 m (H). All walls are well insulated and considered adiabatic. External air was HEPA (high 
efficiency particulate air) filtered before being conditioned by a humidifier and heater. Ventilation 
inlet and outlet can be seen in Figure 1a. Air was supplied through a high-level wall mounted grille 
(0.38 m × 0.25 m). Extraction of air was at a low-level diagonally opposite, through a grille of the same 
design (Outlet). 
Figure 1. (a) Empty chamber geometry indicating ventilation and aerosol release location; (b) Zone
location on floor of empty chamber with representative Petri dish arrangement in zone 1.
3.1. Empty Chamber
Experiments were conducted in the environmentally controlled, negatively pressurized, aerobiology
chamber at the University of Leeds according to methodology set out by King et al. [25]. Dimensions are
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similar to a UK hospital single patient or isolation room: 4.26 m (L) ⇥ 3.36 m (W) ⇥ 2.26 m (H). All walls
are well insulated and considered adiabatic. External air was HEPA (high efficiency particulate air)
filtered before being conditioned by a humidifier and heater. Ventilation inlet and outlet can be seen in
Figure 1a. Air was supplied through a high-level wall mounted grille (0.38 m ⇥ 0.25 m). Extraction of
air was at a low-level diagonally opposite, through a grille of the same design (Outlet).
A standard ventilation rate of six air changes per hour (ach 1) was used and verified using
a balometer (Model PH721, TSI Incorporated, Shoreview, MN, USA). This is similar to UK hospital
ventilation guidelines [60]. Inlet air temperature (21.8 ± 1  C), humidity (60% ± 7%) were controlled
throughout the experiments. Figure 1b shows the zoning of the floor. Access to the chamber was
through a hermetically sealed door and no lights were on during experiments.
3.2. Hospital Single Room Replica
A hospital single bed room was set up in the chamber as per Figure 2 including: a chair,
table, medicine preparation counter (called worktop) and a bed (split into bed-bottom, bed-middle
and bed-top). A Deutsche Institüt für Normung supine heated cylinder (DIN-man) [47]
(1.3 m in length ⇥ 0.35 m in diameter) is shown in Figure 2a. This is a hollow cylinder which is
representative of a human heat output of 56 W/m2 by the use of three incandescent bulbs located
inside the aluminum hull. The perforated red sphere in Figure 2b is a devise for bioaerosol dispersion
into the chamber, but it was not used in this particular set of experiments.
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condition from a patient. A laser particle counter (Kanomax 3886 Optical Sciences Ltd., Northampton, 
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Figure 2. (a) Experimental t in the chambe f r hospital room; (b) Photo of furniture,
DIN- anset-up and release location.
3.3. Aerosol Generation
Staphylococcus aureuswas chosen as the bacteriological agent given its ability to grow on general
purpose media with ease and relevance to HCAI [60,61]. The S. aureus culture was incubated in
nutrient b oth (Oxoid, UK) fo 24 h at 37  C. S bsequent dilution tests howed the concentr tion to
be circa 1011 organis s per mL. A 10 mL liquot of the pure culture was a eptically removed and
suspen ed in 100 mL of sterile distilled water, which was the preferred suspension me ium since it
did not produce foaming of the suspension during nebulization. Lithium chloride (LiCl) and sodium
chloride (NaCl) were used as non-toxic surrogate tracer compounds. LiCl and NaCl solutions were
prepared at 5% by adding 12.5 g of each compound to 250 mL of deionized water.
Surrogate and biological aerosols were released using a pre-autoclaved six jet Collison nebulizer
(CN 25, BGI Inc., Butler, NJ, USA), which was attached to the inlet port of the chamber, allowing for
careful control and monitoring of the aerosolization process [25]. The nebulizer utilizes a separate
pump, pr sure regulator and air flow meter operating at flow rate of 8 L min 1 to deliver HEPA
filtered air. Manufacturer’s da a from BGI indicate the size distribution of particles eject d during
the process to have a mean mass diameter of 2.5 µm and a standard deviation of 1.8 µm; however,
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droplet size distribution may vary through evaporation and the experimental set-up [26]. For the
empty chamber case, aerosols were injected through a port with circular orifices (0.2 cm in diameter)
that allows isotropic injection (red port in Figure 2b). For the hospital room replica, aerosols were
injected at the head of the cylinder through a plastic tube of diameter 2.5 cm, which represents a cough
condition from a patient. A laser particle counter (Kanomax 3886 Optical Sciences Ltd., Northampton,
UK) was used in the bulk air to check when steady state conditions were achieved with regard to air
flow distribution and to record the dominant particle sizes throughout the experiment. No significant
size distribution discrepancies were noted through using different tracer methods (p = 0.31).
3.4. Sample Collection and Processing
Prior to the experiment, the biological chamber was set-up and ventilation turned on. Petri dishes
(9 cm in diameter with agar media) were laid out on the respective surfaces with lids on and particle
size was monitored for one hour before running the experiments. Once a steady state particle count
had been reached for all size ranges, an operator wearing full-body overalls and respirator entered
the chamber to remove the lids of the Petri dishes to allow for aerosol deposition. Then, the nebulizer
pump was turned on and run for 30 min. The nebulizer was then turned off and the chamber allowed
to vent for a further 30 min. An operator then re-entered the chamber slowly and placed lids carefully
on the Petri dishes. In order to ensure minimal contamination, a scoping study was initially run to
establish door opening angle and speed sufficient for entrance of the operator but which minimized
potential environmental contamination.
For the empty chamber experiments, five Petri dishes were co-located at the center of each of
the sampling grid area in a circular arrangement. In the hospital single patient room experiment
instead, twelve Petri dishes were placed on each surface of interest (see Figure 2b). LiCl and NaCl
experiments were conducted separately using sterile, empty Petri dishes in the same locations.
All biological samples were taken on Tryptone soya agar (Oxoid, UK) and incubated at 37  C
for 24 h. The controlled chamber conditions ensured that no other species were present. After
incubation, colonies of Staphylococcus aureus were counted by visual inspection using backlighting
of Petri dishes and manual enumeration; colony agglomerates were counted as one colony in cases
where individual colonies were undistinguishable. Petri dishes showed no visible contamination from
environmental microorganisms.
Li and Na-containing Petri dishes were swilled with 25 mL of 1% HCl and scrubbed before
being poured into vials. Li and Na concentrations were quantified using flame atomic absorption
spectroscopy (FAAS) (ContrAA 700, Analytik Jena, Jena, Germany) [51]. Samples were prepared as
per manufacturer instructions by adding 250 µg of a Cs and La chloride buffer (Analytik Jena, Jena,
Germany) to each vial. During the analysis, the instrument was calibrated before and after ten samples
with standard solutions in the same matrix.
3.5. Statistical Analyis
To compare the salt and biological methods, scatter plots, pairwise comparison plots and
Kendall-Tau correlations were performed using standardized values through Equation (1). Results for
each surrogate tracer are reported as standardized by sample mean (X) and standard deviation (S): 
xi   X
 
S
(1)
where xi is the mean individual tracer concentration per five Petri dishes at each location i.
A Kolmogorov-Smirnov test was used to investigate whether sample distributions could be
considered similar. Additionally, to compare samples in a grouped manner, the Bland-Altman analysis,
which is a standard method for visualization of instrumental agreements and discrepancies [61],
was used to test agreement between techniques in this study. This method plots the difference
between the techniques against the average of both. As both sampling techniques use different
Atmosphere 2017, 8, 238 7 of 16
absolute units (cfu/cm2 in the case of S. aureus and parts per billion (ppb) in the case of LiCl or NaCl),
normalization of the results with respect to group mean was performed. This method is used in
addition to conventional correlation analysis to give further insight into potential intrinsic sampling
bias. Limits of agreement were determined by 95% confidence intervals (CI) of the mean of the
differences of deposition estimates by each solute method compared to the biological experiment.
Normality and homoscedacity of random errors of each experiment are assumed for parametric
determination of the CI [62]. Normalization of values allows for visualization of trends in the data but
makes agreement dependent on normalization constant.
To assess experimental replicability, inter-group Kruskal-Wallis tests were used in conjunction
with Bland-Altman agreement bias. As all experimental replicates were done concurrently (i.e., all five
Petri dishes were co-located at the center of the sample grid), each one was assigned a random group
from one to five and so small variations between individual Petri dish location in each zone can be
ignored. All statistical analysis was carried out in R (version 3.4.1).
4. Results
S. aureus counts on Petri dishes ranged from 3 to 10 cfu/cm2 with an average of 5 cfu/cm2, which
is typical of UK hospital surface bioburden concentrations [63]. LiCl concentrations ranged from
8 to 23 ppb with an average of 12 ppb and a standard deviation of 0.3 ppb. NaCl concentrations
ranged from 103 to 585 ppb with an average of 271 ppb and standard deviation of 6 ppb. Experimental
measurement sensitivity of the FAAS technique was calibrated with reference Li samples of 0 to 100 ppb
and predictions were found to be within 0.65% of samples. Error was found to be uniform for all
samples tested (n = 125) and below 6%.
Steady state minus background airborne particle concentrations for each of the different measured
particle size ranges for all experiments captured by the laser particle counter were as follows: <0.3 µm:
6.6 ⇥ 107/m3, 0.3 µm  x <0.5 µm: 5.2 ⇥ 107/m3, 0.5 µm  x < 1 µm: 3.8 ⇥ 107/m3, 1 µm  x < 3 µm:
7 ⇥ 106/m3 and 3 µm  x < 5 µm: 4.37 ⇥ 105/m3, indicating that the predominant particle size was in
the sub-micron range. This appears to be representative of “small” particle size ranges and quantities
found by Hathway et al. [34] in a UK hospital multi-bed ward environment.
The results below show standardized contour plots using Equation (1). The Kolmogorov–Smirnov
test could not reject the null hypothesis that normalized LiCl, NaCl and S. aureus which came from
distributions with similar shapes (d = 0.16, p = 0.48); however, visualization of the data in contour
plots depicted in Figure 3 suggests that the S. aureus deposition tends to be less uniform than either Li
or Na deposition. In general, all correlation methods showed that highest deposition occurred in the
center of the grid sampling areas in Figure 1, (13 and 14) and towards the ventilation outlet (15 to 20).
A correlation between bioburden and salt concentration was found, where the slope of the line was
statistically significantly different from zero for LiCl (p < 0.001), but not for NaCl (p = 0.131).
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Figure 3a,b show location comparisons for both techniques, with LiCl concentrations being within
one standard deviation of each S. aureus counterpart.
The scatterplot in Figure 4a suggests that the Li surrogate aerosol overestimates the S. aureus
concentrations when the deposition value is higher than the group mean but underestimates it when it
is lower than the group mean. The scatterplot of the Na surrogate aerosol vs. S. aureus in Figure 4b
shows a predominantly uniform distribution of NaCl concentrations. Bland-Altman plots are used
(see Figure 5) to plot the average of two measurement techniques against their difference in order to
investigate intrinsic bias or deviation. For a measurement technique to replicate another faithfully,
these graphs should look randomly distributed about the horizontal and vertical axes. Figure 5 suggest
no intrinsic measurement bias exists between either of the sampling techniques as data are evenly
distributed about the x-axis. Li data agrees better than Na with the S. aureus distribution in spatial
terms, as only 1 out of the 25 values are outside the 95% confidence intervals ( 0.317 to 0.317), whereas
for NaCl 2 values are out of 25 (CI =  0.58 to 0.58). This is corroborated by visual inspection of
Figures 3 and 4a,b. It is also worth noting that the outliers exist when deposition quantities are higher
(see Figure 5a,b).
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4.1. Precision of Methodology
Figure 6 shows the standard deviations of biological and salt samples plotted against each other.
A 1-to-1 relationship line is plotted on both graphs for visual comparison. Standardized S. aureus
values had significantly higher variance than equivalently standardized LiCl or NaCl concentration
(p < 0.01; one-tailed Wilcoxon signed-rank test on paired samples), placing 100% of the samples above
the red line of identity (see Figure 6a,b). This observation advocates that the outliers with negative
values shown in Figure 5a,b were mostly caused by the high variability in S. aureus counts rather
than in salt solute concentrations. Skewness of S. aureus sample values was significantly higher for
S. aureus = 1.21 vs. LiCl = 0.04 and NaCl = 0.56 (p < 0.01), indicating that S. aureus deposition tended
to be more negatively skewed (i.e., data points tend to be lower than higher, but some extreme high
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counts existed in small numbers). Therefore, the S. aureusmethod is more susceptible to outliers across
samples than the salt solute method.
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4.2. Replicability and Sensitivity of Experiments
To investigate how many Petri dishes (out of five) were required to produce replicable
experimental results at each grid location, an intra-group Kruskal-Wallis test was used to compare
raw experimental values for S. aureus, LiCl and NaCl. No statistically significant differences between
median deposition concentrations could be found between groups of twenty-five Petri dishes (p = 0.53).
However, to test the minimum required number of replicates for each method to attain statistical
stability, Kolmogorov-Smirnov tests were carried out. Results showed that the spatial distribution did
not come below a 5% tolerance threshold of the mean until five S. aureus samples were used at each
grid location (p = 0.45). This is highlighted by Bland-Altman agreement plots showing that S. aureus
replicates tend to agree better at lower cfu values. At worst, 3 out of 25 co-located Petri dishes lay
outside of the 95% confidence interval. This was found when only two replicates were used and in
terms of percentage difference of cfu with respect to the mean, this was approximately 23% difference.
At five replicates, this is reduced to 11%, with two samples lying outside of the 95% CI. Therefore,
at least five Petri dishes are required for biological sampling to represent the spatial deposition patterns.
When only one Petri dish is used at each grid location for the salt solutes, agreement is seen to be right
skewed, showing better agreement for lower concentrations. This phenomenon disappears when two
Petri dishes were used (p < 0.01). Therefore, two replicates are required for the LiCl solute experiments
to be all within 95% CI but at least five are required for S. aureus. This is has been noted in current
literature with one study requiring a minimum of six replicates and a maximum of fifteen [56].
4.3. Single Patient Room Experiment
Figure 7 shows the comparison between normalized biological and salt deposition values of the
six surfaces in the hospital single patient room replica (similar to [25]): bedside table, chair, worktop
and bed split into three parts. The Kruskal-Wallis non-parametric test showed that the intra-group
deposition differences were statistically significant (p = 0.0046). Both LiCl and NaCl values were within
one normalized standard deviation of S. aureus values as seen by the error bars in Figure 7. Biological
deposition showed, however, higher overall normalized standard deviation than both LiCl and NaCl
(0.86 vs. 0.53 and 0.36 respectively). Both Li and Na surrogate aerosols gave a good approximation
to the S. aureus spread, where the best comparison was found at the near-patient surfaces (table,
bed and chair).
All methods predicted the highest deposition on the worktop, with LiCl returning 1.76 standard
deviations higher than the group mean, 1.59 for S. aureus and 1.16 for NaCl respectively. Conversely,
the lowest deposition quantities were found on the bottom part of the bed (S. aureus = 1.12, LiCl = 0.86
and NaCl = 0.47 standard deviations less than each group’s mean). Both the table and the chair
Atmosphere 2017, 8, 238 10 of 16
showed 35% above average deposition but could not be statistically distinguishable (p = 0.54), whereas
the bed as a whole showed 20% lower values compared to the former two (p = 0.04). Although the
aerosol release location was at the patient head, convective plumes above the DIN-man may have
promoted transport away from the source, which was also noted in King et al. [25]. This corresponds
to entrainment of aerosols in the inlet airstream, being transported towards the worktop and equating
to highest quantitative deposition for all tracers.
Deposition difference was found between separate sections of the bed; for S. aureus, 11% more
cultures were retrieved from the top of the bed compared to the middle and 33% more than the bottom.
For the LiCl, this was 5% and 19% respectively, which upholds the trends but under predicts the
magnitude of difference. NaCl samples were found to be much more homogeneously spread with
differences less than 1% between bed sections. Standard deviations were generally lower for NaCl in
comparison to LiCl, as can be seen by error bars in Figure 7.
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5. Discus ion
It is desirable to be able to produce a realistic assessment of the fate of micro rganism-laden
aerosols in the indo r environment in order to aid hospital ro m design, cleaning practice and risk
assessment. Substantial effort is found in cur ent literature and infection control practice to introduce
inorganic tracers, biological surrogates and i ert gases to be able to inform o patient risk and exposure
assessments (see Table 1). The results pr sented her suggest that it is feasible to use LiCl pr dict
realistic spati l deposition of bioaerosol, and thi work supports and validates the use of surrogate
techniques for representing bioaerosol beh vi r in the indoor environment.
5.1. Empty Room
The first experiment represents a controlled condition where the influence of the ventilation flow
on bioaerosol behavior could be investigate i is l ti . S. aureus and salt solutes were sprayed
in separate experiments and efforts r t ensure experimental reproducibility. Comparison
betwe n the Li surrogate and the S. aureus aerosol depositi n patterns showed that peak concentrations
were slightly underpr dicted by the salt, but on average a good distribution comparison was achieved
far from the source. This has some i plicati ns for potential risk assessment, whereby areas that
thought to be clean far from the patient may actually become c ntaminated from irborne particles.
Conversely, Na data did not show a statistically significant correlation with the biological colony
count. High concentrations of s dium in the ba kground might account for this in part, with a 6%
error margin consistent with FAAS measurement bias f r sodium atoms potentially co tributing to the
rest. NaCl, however, was found to co p re bett r with LiCl than S. ureus in t rms of centration
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distribution shape parameters as well as qualitative comparison in Figure 3b,c. As such, NaCl might
be best used during a scoping study but could not be sufficiently reliable for exposure risk estimates.
Overall, the results suggest slightly higher deposition close to the source, possibly due to the
largest particles depositing out of the air before evaporating. Nevertheless, deposition is apparent
across the room, indicating the combined influence of air movement and gravitational settling of small
sub-micron diameter particles.
5.2. Single-Bed Room
The second experiment added complexity and realism by including a hospital single patient room
layout, furniture and a human representative heat source. In this case, the patient was immobile and
the contaminant was released at a consistent rate. This could be considered comparatively similar
to an isolation room, but it is clear that healthcare workers would significantly disturb the airflow
patterns within the room and, potentially, cause particle deposition. Despite the simplifications, it is
still worth noting that airborne microorganism-laden droplets can measurably deposit onto surfaces
across a room, whereby creating environmental contamination far from the release location.
Spatial variation in deposition was compared between relevant furniture surfaces including
the bed, bedside table, a worktop for medicine preparation and a visitor’s chair. Both Li and Na
concentrations followed the same trend as biological deposition with similar heterogeneity as that was
found in results for the empty room. On the other hand, the actual deposition of bacteria in terms of
concentration should be derived from the biological studies directly.
The highest degree of variation was found for Na data, especially for surfaces far from the
release source. All methods of deposition showed that the top of the bed was comparatively more
contaminated than either the middle or the bottom. This could be because of the polydispersed
nature of the aerosolization process, whereby larger droplets deposit close to the source, but smaller
particles evaporate and are transported meters from the original release point [22]. This has important
implications for hospital patient care and cleaning regimes.
In comparison to the empty chamber, where samples were collected from the floor, less spatial
variation was seen but comparatively more than average deposition was found in the lower right-hand
corner of the room (worktop surface). This surface was found to be the most contaminated of all
surfaces measured in the hospital patient room replica. Our previous study [25] showed that, in terms
of ventilation inlet and outlet locations, the airflow patterns in the room were dominated by the inlet
air speed (0.6 m/s) which created a jet stream which declined towards the wall at an angle of 17.5 
impacting above the worktop. As a result, it could be hypothesized that aerosols became vertically
elevated by the DIN-man’s thermal plume, desiccating, and rapidly being entrained by the inlet jet
of air. This would explain the higher deposition concentrations found in that location for all three
experimental methodologies.
Na data captured the general trend of the deposition but quantitatively tended to show
consistently lower spatial variation. The best comparison was found in close proximity to the release
point at the top of the bed. As a consequence, this could be seen as a conservative estimate for
local contamination only. The Li data, on the other hand, were able to capture the peak deposition
concentrations close to the patient (bed and table), which could be critical in hospital cleaning,
but overestimated biological colony counts further away by 20% (worktop). Although S. aureus
is a ubiquitous organism found naturally in the environment, its viability is susceptible to desiccation
and shear forces experienced during flight or deposition [63]. As a result, over prediction by the salt
tracers on the worktop may not be an intrinsic property of the salt distribution but be as a result
of loss of viability of a significant quantity of the biologic colonies due to the higher shear forces
exerted by the inlet airstream in the vicinity of this surface. At relatively high colony counts on each
plate (>400 cfu/plate), the chance of clustering increases exponentially and therefore a percentage of
agglomerated colonies would be counted as a single unit. As a result, serial dilution or approximation
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by normal distribution could be used as a simplification, similar to methodology proposed by Johnson
and Lynch [37].
5.3. General Observations
Bioaerosols that are typically smaller than 10 µm are thought to remain airborne, whereby
deposition mechanisms occur mainly though collision between droplets or direct contact with
surfaces [22]. This study has shown that a substantial quantity of the deposited particles may have
been in the micron or submicron size range, which has also been reported in modern literature [22,64].
As a result, certain infection inducing microorganisms that were thought to be predominantly airborne
such as influenza or varicella, could deposit onto surfaces many meters way from the infectious source.
This study uses a Collison nebulizer with a predefined size-range, therefore validity of the method can
only be assumed for these sizes.
Contamination during experiments can be a factor in biological experiments either from other
ubiquitous microorganisms, the operator themselves, resuspension from surfaces or other airborne
sources. Inorganic tracers, on the other hand, are not prone to environmental degradation, and so
can be transported and stored for prolonged periods of time without loss of concentration. However,
as indicated above, natural background concentrations can be an issue for some substances.
Pathogenic and non-pathogenic surrogates have been used previously to study biological
transport and decay. This current method cannot measure viability over time but since current
hospital cleaning practices suggest that high touch surfaces should be cleaned once every eight hours,
it is reasonable to assume that significant biological bloom is unlikely. As a consequence, the Li method
may still overestimate viable colony surface contamination.
5.4. Implications
While spatial variation depends on layout, the results here and in previous work [65] suggest
there is clear potential for small diameter (<2.5 µm) particles to play a role in transmission of infection
through indirect contact routes. This is an important consideration as such particles are routinely
regarded as airborne and hence controlled through ventilation rather than cleaning. Moreover, these
small particles are usually only considered of concern where the pathogen is classed as possibly capable
of direct airborne transmission, for example chickenpox, measles or influenza. The deposition of viable
bioaerosols in this study adds support to the hypothesis that airborne dispersion may play a role in
non-respiratory infections including MRSA [66]. Implications for cleaning are far reaching and a good
example of this is the case of noroviral [67] or C. diff induced vomiting. Emesis would be cleaned by
staff but airborne micron-sized pathogen-laden particles may deposit meters away contaminating
surfaces outside the patient zone.
In the context of current hospital overcrowding, a sudden bioterror incident or outbreak of
a highly virulent strain of influenza could mean that rooms that were not designed for isolation
purposes may have to receive highly infectious patients. As Li is not absorbed through the skin and
exposure to concentrations described in the current study are not known to pose a significant risk to
humans, the use of Li as an innocuous tracer in an empty hospital room would not require special
room decontamination. As a result, it could be used to identify potential risk to staff from transport of
bioaerosols from the patient location to outside of a “safe zone”.
6. Conclusions
This study analyzed the spatial spread and deposition onto the floor in an empty chamber and
onto surfaces in a simplified hospital room of S. aureus bioaerosol as a validation dataset for comparison
with aqueous Li and Na aerosols. Nebulization methods typical of bioaersol production were found
to be applicable to aerosolization ofinorganic solutions. Metal concentrations were analyzed using
flame atomic absorption spectroscopy, and the results indicated that the Li tracer correlates with the
equivalent concentration and distribution of S. aureus bioaerosols; Na, however, did not. Results
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showed that the inorganic technique is sensitive to spatial distribution but overpredicts bioburden in
areas where air speed was thought to be high. Na sample distribution was found to exhibit high levels
of homogeneity and hence are not a good pattern representation. On the other hand, Li aerosols were
reliable in predicting the deposition behavior of small S. aureus bioaerosols in these environments.
The FAAS approach is robust to outliers, whereby fewer experimental replications were required
to obtain the same spatial deposition patterns as the equivalent S. aureus spread. Additionally, since
samples are non-toxic and do not degrade, this technique could be used as a viable method for in-situ
hospital room testing during outbreak incidents or to inform risk assessments and hygiene strategies.
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